FLEX - FLASHING / MONOLITHIC MEMBRANE AND TERMINATION BAR

CUT CONCRETE PAVERS AROUND GUARDAI.

TRELLIS POST BEYOND SEE PLAN FOR LOCATIONS

CONCRETE CURB AROUND STEEL CONNECTION WITH FULLY APPLIED WATERPROOFING AROUND AND UP ON WALL BEYOND.

FLEX FLASHING AND FULLY APPLIED WATERPROOFING AROUND GUARDAI POST.

2 HOUR RATED FIRE STOPPING - SYSTEM FW-D-0004 OR EQUAL

TRELLIS POST WATERPROOFING SEE NOTE AT GUARDAI.

SCORE JOINT BEYOND

CONTINUOUS STAINLESS STEEL BENT SHEET METAL SET IN MASTIC SEALANT

6"X6"X5/8" STEEL EMBED PLATE WITH (2) 1/2"X4 1/8" HEADSTUDS.

CONTINUOUS SEALANT JOINT

STANFORD UNIVERSITY FACILITY OPERATIONS

Drawing Title: TERRACE EDGE DETAIL

Scale: NTS Check: Rami A. Rev. By: O.G. Rev. Date: 12/02/13

DWG. MA-25