NEW PAVEMENT
EXISTING PAVEMENT
PAVED AREA:

CONCRETE BASE

8" DIA. PVC PIPE LENGTH AS REQUIRED

8" DIA. COPPER TRACER WIRE BROUGHT INTO VALVE BOX AND LOOPED BETWEEN 8" DIA. PIPE AND CHRISTY VALVE BOX.

DOMESTIC, LAKE AND CHILLED VALVE BOX, CHRISTY No. G5, MARKED WATER

RECYCLED WATER CHRISTY G04, CHRISTY CIRCULAR LID G04C

UNIMPROVED AREA:

CONCRETE BASE – 24" SQUARE

GATE VALVE – MUELLER #A-2360 SERIES RESILIENT WEDGE

NOTE: INSTALL A VALVE NUT EXTENSION, IF OVER 3 FEET DEEP.

STANFORD UNIVERSITY FACILITY OPERATIONS

DRAWING

DRAWING TITLE: GATE VALVE BOX

SCALE: NTS

CHECK: JHK

REV. DATE: 12/10/08

CS-102