NOTES:
1. SEE STANFORD FACILITIES DESIGN STANDARDS, SECTION 02510. FOR ADDITIONAL INFORMATION AND REQUIREMENTS FOR DOUBLE CHECK BACKFLOW PREVENTER ASSEMBLIES.
2. INLET AND OUTLET PIPES MAY VARY IN ELEVATION BASED ON BUILDING ENTRANCE LOCATIONS AND ELEVATIONS. CONSTRUCT THRUST BLOCKS AS REQUIRED.
3. FDC SHALL BE ACCESSIBLE TO FIRE DEPARTMENT IN ACCORDANCE WITH FIRE MARSHALL.
4. PAINT STANDARD CARBON BLACK: KELLY MOORE 1245-407 LOW SHEEN.
5. PAINT BACKFLOW CARBON BLACK: KELLY MOORE 1245-407
6. ADD CATHODIC PROTECTION WHEN SHOWN ON DRAWINGS.
7. LOCATION TO BE SUBMITTED FOR APPROVAL TO UNIVERSITY ARCHITECT/CAMPUS PLANNING
8. PROVIDE CODE REQUIRED SIGNAGE.