SANITARY SEWER CLEANOUT PER CS-212

SEE STANDARD MANHOLE DETAIL

WYE

REVERSE WYE

DROP PIPING TO BE SAME SIZE AS INTERCEPTED SEWER

6" MINIMUM

CONCRETE ENCASENTMENT

NO. 4 DOWELS AT ALL CONSTRUCTION JOINTS WITH 6" O.C. AND 3" EMBEDMENT EACH SIDE

SEWER MAIN

PIPE SHALL BE CUT AS INDICATED

PIPE SHALL BE CUT AS INDICATED

STANFORD UNIVERSITY FACILITY OPERATIONS

Drawing Title: DROP MANHOLE CONNECTION

Scale: NTS  Check:  Rev. By: OG  Rev. Date: 02/11/14

CS-202