CONCRETE TRAFFIC BOX

TERMINAL BOARD

1. IF REMOTE FITTING IS NOT PRESENT, WELD SECOND WHITE CABLE TO HORIZONTAL DIP SPOOL.
2. DIELECTRICALLY ISOLATE THE SUBJECT STRUCTURES FROM ALL OTHER UNDERGROUND METALLIC STRUCTURES, INCLUDING CONCRETE REINFORCEMENT REBAR.
3. UP TO 5 FITTINGS WITHIN 25 FEET OF EACH OTHER MAY BE BONDED TOGETHER.

ANODE TEST STATION - SPRINKLER RISER

STANFORD UNIVERSITY FACILITY OPERATIONS

Drawing Title: ANODE TEST STATION - SPRINKLER RISER

Scale: NTS  Check: JHK  Rev. By: OG  Rev. Date: 12/10/08

DWG.

CS-297