EXOTHERMIC WELD (TYP), SEE DETAIL CP-14

FLANGED JOINT
(NON-ISOLATING)

EXOTHERMIC WELD
(TYP), SEE DETAIL
CP-14

PUSH-ON JOINT

EXOTHERMIC WELD
(TYP), SEE DETAIL
CP-14

CAST IRON OR STEEL
COUPLING EPOXY COATED

(2) #8 AWG/HMWPE
COPPER CABLE

NOTE: BOND EACH INDIVIDUAL METALLIC COMPONENT.

FLEXIBLE COUPLING
(MULTIPLE COMPONENT COUPLING)

NOTES:
1. ANY NON-WELDED, NON-ISOLATING JOINTS, VALVES & FITTINGS REQUIRE BONDING TO ACHIEVE ELECTRICAL CONTINUITY.
2. USE ONE BOND CABLE ONLY PER JOINT FOR PIPE SIZES 8" DIA OR SMALLER.

JOINT BONDING JUMPER INSTALLATION