SECTION

36" MIN. COVER

3" A.C.

3" MIN.

9" MIN. CL.2 AGGREGATE BASE
COARSE, 95% COMPACTION

NATIVE BACKFILL
95% COMPACTION

NUMBER OF CONDUITS AS SHOWN
LEAN RED CONCRETE
3" ALL AROUND

NOTES:
1. SEE FD&CS 02581 FOR SPECIFICATIONS

STANFORD UNIVERSITY FACILITY OPERATIONS

Drawing Title: HIVAL TRENCH - TYPICAL

Scale: NTS         Check:         Rev. By: JEM         Rev. Date: 12/08/11

DWG.

ES-20