PLAN

CABLE SLOT TO VAULT 66"x16"

DUCT PENETRATION AREA (TYP)

MANHOLE W/ STEEL COVER

CABLE TERMINATIONS COMPARTMENT

SEALED SWITCH COMPARTMENT

PMS DIMENSION: 72"x44"x54"H

VAULT DIMENSION: MIN. 12'x8'x6'D

STANFORD UNIVERSITY FACILITY OPERATIONS

Drawing Title: 5-WAY PADMOUNT SWITCH ON VAULT

Scale: NTS  Check: D. LO  Rev. By: LSM  Rev. Date: 04/16/07

DWG. ES-27-2