1. All orifice flanges, both steam and chilled water, shall be 300# forged steel weld neck type for carbon steel piping. Bore to match pipe 150# flanges are not acceptable.

2. Orifice to be stamped with bore size high on inlet side of tang to allow reading after flanges are insulated.